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Note: Total 19 racks

3 racks in laser room for laser, MC, MC sus, MMT sus, Fl sus, PRMs sus
2 racks in ITMX preparation room for ITMX sus and temperature monnitor
2 racks in ITMY preparation room for ITMY sus and temperature monnitor
2 racks in ETMX preparation room for ETMX sus and temperature monnitor
2 racks in ETMY preparation room for ETMY sus and temperature monnitor

8 racks in front room for LSC. ASC. AUX. network
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